The results of temperature measurements in model rooms of a closed type with a system of radiant heating are presented. The temperatures of different designs' surfaces in large-sized rooms, heated by a gas infrared emitter of light type, are established. Conclusions are drawn about the mechanism of the medium's heating, depending on the conditions of heat exchange, and also on providing worker's comfortable working conditions, when the medium is heated by a gas infrared emitter.
Introduction
The actual task of the present time is the effective using fuel and energy resources, which is confirmed by the adoption of appropriate regulatory and legal acts at the regional and federal levels.
Modern architectural and constructional solutions of industrial buildings' elements made of lightweight structures require the using of new energy-efficient and energy-saving heating systems. If in the development of project documentation for the construction of new production rooms, energy-efficient heating and ventilation systems are performed with using of modern building structures, then there are many problems with the compensation of heat losses by external walls when using traditional heating systems in large-sized production buildings built many years ago. They are characterized, as a rule, by huge, often empty production areas with thermo-technical properties that do not meet modern requirements. Heat supply of such facilities with the use of traditional heating appliances is inexpedient and impossible since this will lead to irrational energy costs and the inability to ensure a proper microclimate of workers.
Modern practice of heat supply shows that traditional convective heating systems can not effectively heat premises for periodic and short-term use; premises with a partially used area; significant height; distant from heat networks, as well as open and semi-open areas due to their inherent number of fundamental shortcomings.
The solution of tasks to ensure the thermal regime of industrial facilities and create an optimal microclimate in the work area can be the use of autonomous radiant heating systems, for example, gas infrared emitters (GIE) [1] [2] [3] . The application of GIE is inextricably linked with the need to study the thermal regimes of working zones in areas with multi-layered enclosing structures, roof and overall equipment in conditions of both open and closed rooms MATEC Web of Conferences 194, 01061 (2018) https://doi.org/10.1051/matecconf/201819401061
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Matec Web of Conferences [1] [2] [3] [4] [5] [6] . The purpose of present research is to register the temperature distributions of the surfaces of the rooms' enclosing structures, to subsequent develop the mathematical model, and, as a consequence, to predict the optimal conditions for the spatial location and angles slope of the GIE.
Methods and research's results
To achieve the delivered purpose, experimental plant ( Fig. 1) was used, consisting of the main constructive elements: 1) gas infrared emitter -GIE-5 of light type manufactured by "Schwank" s company with a rated heat power of 5 kW; 2) source of gas; 3) model of the heat supply's object; 4) thermocouples chromel-alumel type (junction's thickness is 0.08 mm and measurement's absolute error is 5%, total relative systematic error is 4.6%); 5) ADCethernet chassis cDAQ 9181 manufactured by "National Instruments" s company to control the timing, synchronization and transfer of data from a 16-channel, 32-bit isothermal temperature measurement module NI 9214 manufactured by "National Instruments" company; 6) PC. Heat and mass transfer in the thermal control system of technical and technological energy equipment were placed on the floor surface and oriented along two coordinate directions (Fig. 2) . The beginning of coordinate axes was centre of GIE. The distances (R) between two adjacent thermocouples of the same direction were 0.2 m. As can be seen from Fig. 3-4 , the dynamics of changing the fields' temperatures of floor in time for different premises with different floor surface is the same. The maximum temperature of the floor surface is reached under the centre of the GIE. Then, as the thermocouples are moved away from the centre, the temperature values decrease unevenly. This unevenness is due to the peculiarity of the ceramic matrix's radiation used in the GIE. 50 minutes after the GIE switch-on, the temperature in the central region of the floor in both cases becomes 22 °С. This allows us to conclude that the temperature distribution on the floor surface of a room heated by a gas infrared emitter does not depend on the characteristic of the radiation of the floor's surface in the optical range. In the infrared range, the emissivity's coefficient of ceramic tiles and concrete is the same and equal to 0.95. The regularities established in the experiments make it possible to formulate the hypothesis that the energy transfer in the "emitter-air-floor surface" system is most likely due to all three mechanisms of heat transfer (radiation, conduction and convection). It can also be concluded that the change in the geometric characteristics of large-sized rooms (volume) by 20% practically does not affect the temperatures' distribution on the floor surface heated by GIE.
The obtained experimental data can be used to improve the methods for calculating thermal regimes of used and designed large-sized premises heated by gas infrared emitters, as well as for developing and verification mathematical models of calculating the thermal regimes of large-sized premises heated by infrared emitters.
